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WARNING!
DO NOT ALLOW THE
SHIELD TO TOUCH THE
ENCLOSURE WALLS.

Sensor Input
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Supply Voltage
18-36 Vdc
(Nominal 24Vdc)

Shield

Shield

Supply Voltage (-DC)
Supply Voltage (+DC)

Shield to be isolated and
terminated in the cable gland.

SHIELD

Power Supply:

Norminal Output:24 V,,

P_: 10 W/Device

min*

Output Range: 18-36 V,,

Analog input:

0O<Rload<500 Ohm
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