Analog Output

ll II I Jumper settings.
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X5:
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0-10V output
0-5V output

4-20mA output
Voltage output

NOTE:

Change from mA to Voltage
requires changes in software
settings.
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Analog Output Eg_wer Supply

Shiéld must be terminated
@ in Cable Gland

©

+ Ana|og Out +V 12-32Vdc

-V 12-32Vdc
- Analog Out \ Leave Empty
Common, Relays //
Fault Out, Relays

Alarm 2 Out, Relays

—

Relay Output

Jumper settings.

Relay NC Alarm 1 Out, Relays
Relay NO
Y Relay Outputs
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